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Abstract: Micro-hydro systems can be used as a promising new source of renewable energy
generation, requiring a low investment cost of hydraulic, mechanical, and electrical equipment.
The improvement of the water management associated with the use of pumps working as turbines
(PATs) is a real advantage when the availability of these machines is considered for a wide range of
flow rates and heads. Parallel turbomachines can be used to optimize the flow management of the
system. In the present study, experimental tests were performed in two equal PATs working in parallel
and in single mode. These results were used to calibrate and validate the numerical simulations.
The analysis of pressure variation and head losses was evaluated during steady state conditions using
different numerical models (1D and 3D). From the 1D model, the installation curve of the system
was able to be defined and used to calculate the operating point of the two PATs running in parallel.
As for the computational fluid dynamics (CFD) model, intensive analysis was carried out to predict
the PATs′ behavior under different flow conditions and to evaluate the different head losses detected
within the impellers. The results show system performance differences between two units running in
parallel against a single unit, providing a greater operational flow range. The performance in parallel
design conditions show a peak efficiency with less shock losses within the impeller. Furthermore,
by combining multiple PATs in parallel arrangement, a site’s efficiency increases, covering a wide
range of applications from the minimum to the maximum flow rate. The simulated flow rates were in
good agreement with the measured data, presenting an average error of 10%.
Keywords: water management; experimental tests; numerical models; hydraulic losses
1. Introduction
Hydropower is a renewable energy source, is non-polluting, with low operational costs, and
is environmentally friendly compared to other sources of energy [1,2]. Considered as a promising
solution to provide energy in micro or large scales, hydropower is the most renewable energy produced
accounting for 90% of the total worldwide renewable energy [3]. Micro-hydropower schemes can
provide a new solution for the energy scarcity mostly detected in rural and isolated areas, where the
extension of the electric grid is techno-economically unfeasible [2,4].
Micro-hydro systems must have optimal components selection and operation to minimize the
overall costs. The application of a pump as turbine (PAT) instead of a conventional turbine is an
alternative solution due to its easy implementation and reduced investment costs [5]. The advantages of
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pumps, in turbine mode, over conventional hydro turbines are: cost effective, less complex, available
for a wide range of applications with short delivery time, and feasible [6,7]. Thus, the use of a PAT for
micro-hydropower offers a low-cost solution as compared to a conventional micro-hydro turbine.
In recent years, the possibility of using PATs is an attractive solution for simultaneously controlling
pressure and the energy generation and improving the sustainability and management of water
systems [8–12]. Mostly, pumps work as turbines, in the range 1–500 kW, with 5–15 m and 50–150 L/s
for head and flow rates, respectively. For heads ranging from 15 to 100 m and flow rates ranging
from 50 to 1000 L/s, double suction pumps or multi centrifugal pumps in a parallel arrangement,
are suitable [13]. The introduction of the PATs in water systems demonstrated the need to use different
machines in parallel to reach all flow range along line [11]. Several studies proposed parallel use,
but none combined experimental and analytical analyses to describe this configuration [10].
PATs can be planned to take into account the minimum flow rate running in parallel to achieve
a better performance considering the system’s flow variations, which in water pipe systems are
commonly dependent on the variable demand pattern. When examining or designing a PAT
system, the process demands must first be established and the most energy efficient solution
included. Variation of flow rate is achieved by switching on and off additional PATs to meet demand.
The combined PAT curve is obtained by adding the flow rates at a specific head. The efficiency
response provides an essential cost advantage; by keeping the operating efficiency as high as possible
across variations in the system’s flow demand, the energy and maintenance costs of the PAT can be
significantly reduced. If two or more PATs are operating in parallel, they can be switched on/off
according to the available flow [12]. In this situation, the flow rate and pressure requirements for
an optimal energy production can be managed using multiple PATs in reverse mode [13]. Moreover,
running PATs in parallel requires a suitable control, to operate near the best efficiency point (BEP)
conditions as possible being an advantage over a single turbine [8,14,15]. Hence, detailed investigation
is required before deciding the number of PATs.
In this research, two PATs running in parallel and in a single mode were examined experimentally
and numerically, using hydraulic solvers and computational fluid dynamics (CFD) models. Different
inlet flow rates were tested for two configurations: one single PAT working and two PATS running
in parallel. A 1D model was used to define the installation curve of the system, where two general
purpose valves (GPV) were used to define the PATs. Several scenarios were simulated in order to
study pressure fluctuations, losses distribution, and net head availability in each layout. Head losses
can be estimated in an easy way in pipes, valves, elbows, among others singularities, but they are
still not known in PATs, in particular during parallel operation. Thus, the main focus of this research
is to know not only the variation of the best efficiency when PATs are installed in parallel and their
influence in the improvement of the flow water management in real case studies, but also to evaluate
the head losses distribution during reverse mode.
2. Head Losses within PATs
When the machine operates in reverse mode, the pattern of loss distribution differs from the
pump mode as a consequence of the reverse flow. Hence, to account the performance and behavior of
PATs, one of the utmost factors is the identification of the incurred losses. According to [10,16–18],
the relationship between pumps and turbines depends on: (i) the flow pattern, due to the specific
speed of each machine, and (ii) losses that are related to leaks and frictions. When the fluid passes
through the impeller, it is under non-uniform velocity distribution friction effects, flow separation,
shear stress, and leakage losses during pump and turbine modes. However, the magnitude of these
losses is not the same, since the energy transfer from the rotating impeller to the fluid or vice-versa is
not achieved in the same way for pump or turbine modes since the machine was designed to operate
as a pump. When a PAT operates at optimum flow conditions, pressure and flow direction act on the
impeller resulting in shock and friction losses [14,19], which can be classified as internal losses due to
fluid friction in the stationary and rotating blade passage.
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The flow within the impeller and in the draft tube is decelerating. Therefore, the frictional losses
are related to skin friction and boundary layer separation that depend on the friction factor length of
the flow passage and the turbulent fluid velocity [16,20,21]. Also, a certain leakage of fluid from the
high pressure side of the machine to the low pressure side through the small passages between the
impeller and the casing can be noticed, leading to a waste flow energy [14,22]. The leakage losses
comprise a small fraction of the total loss. In addition, a small part of the fluid passing through the
leaks around the impeller does not contribute to the energy transfer [2].
During the off-design conditions, the direction of the relative velocity of fluid at the impeller inlet
does not match with the inlet blade angle, due to the lack of a guide vane. As a result, the fluid flow
cannot enter the blade passage smoothly by sliding along the blade surface [16,20]. These losses of
energy are known as incidence or shock losses, as shown in Figure 1 Shock losses usually occur at low
velocities and reach the minimum value at the designed flow rate [20,23,24]. Therefore, the total losses
can be defined by Equation (1):
Htotal losses = h f riction + hshock (1)
where Htotal losses are the total losses in PAT (m.wc.); h f riction are the friction losses inside of impeller
(mw.c.); and hshock are the incidence losses of the flow inside of the impeller (mw.c.).
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3. Experimental Set-Up
Figure 2 shows the scheme and photos where several experimental tests were conducted on
two parallel PATs (Etanorm 32-125 from KSB) at the Hydraulic Laboratory in the Department of
Civil Engineering, Instituto Superior Técnico, Universidade de Lisboa. The experimental facility was
composed of polyethylene and PVC pipes with a nominal diameter (ND) of 50 mm, regulated by an
air vessel, with a maximum pressure of 125 m. Ball valves were installed along the system, for flow
control and regulation. Two pressure transducers and a flowmeter were also deployed in the system to
characterize different parameters at specific significant points, such as two electromagnetic flowmeters
located downstream of the air vessel and downstream of PAT1, as shown in Figure 2, respectively.
The pressure transducers, installed upstream and downstream of the PATs, present a pressure range of
0 to 10 bar with an accuracy of 0.25%.
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Several experimental tests were carried out twirling the PATs at different rotational speeds starting
from 200 to 1150 rpm, for the two configurations (two PATs in parallel and a single PAT) by regulating
the flow r te. Duri g each test, the data er recorded (i.e., the discharge Q, net head h, and rotational
speed N). Table 1 shows the test results and the PATs’ range application.
Table 1. Experimental tests. Q: discharge; N: rotational speed; h: net head.
Condition QPAT1 (L/s) QPAT2 (L/s) NPAT1 (rpm) NPAT2 (rpm) h PAT1 (m) h PAT2 (m)
PATs in
Parallel
2.66 3.94 284 816 1.80 5.05
2.93 3.93 427 812 2.34 4.88
2.56 3.74 300 725 1.66 4.00
2.39 4.81 250 1083 1.34 7.93
2.93 4.07 427 813 2.34 5.04
2.39 3.81 250 754 1.34 4.30
3.07 3.93 497 772 2.70 4.87
2.93 3.77 427 735 2.34 4.45
3.07 4.13 497 875 2.70 5.59
2.87 2.93 400 427 2.19 2.34
3.40 4.20 520 860 2.04 4.80
3.00 4.10 300 880 1.31 4.01
2.80 3.46 280 680 1.26 2.90
3.40 4.50 570 950 1.98 4.82
2.50 4.20 230 880 1.37 4.70
2.75 4.00 300 850 1.47 4.30
2.10 4.03 190 935 1.33 4.23
2.50 3.42 205 600 1.29 4.10
2.95 3.35 350 600 2.26 3.85
2.05 1.14
440 735
1.40
2.16 1.31 1.50
2.45 1.73 1.80
2.63 1.96 2.00
2.95 2.36 2.40
3.24 2.71 2.80
3.38 2.87 3.00
3.52 3.02 3.20
3.64 3.16 3.40
3.77 3.30 3.60
3.89 3.43 3.80
4.00 3.56 4.00
4.12 3.69 4.20
4.23 3.81 4.40
2.39 3.26
270 830
1.34 3.90
2.66 3.11 1.80 3.63
2.56 2.78 1.66 3.14
2.00 2.60 1.00 2.97
1.80 2.22 0.90 2.69
2.00 2.90 1.05 3.29
2.20 2.48 1.50 2.85
2.75 3.42 1.50 4.19
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Table 1. Cont.
Condition QPAT1 (L/s) QPAT2 (L/s) NPAT1 (rpm) NPAT2 (rpm) h PAT1 (m) h PAT2 (m)
Single
PAT
3.81 725 4.54
3.95 724 4.78
4.09 725 5.03
4.23 726 5.29
4.80 980 7.22
4.42 980 6.82
4.80 979 7.46
4.17 980 6.20
4.34 1080 8.26
4.80 1080 8.38
4.76 1081 7.91
4.95 1150 8.66
4.49 1079 7.19
Figure 3 presents the PATs’ curves, in each machine, working in single and in parallel modes.
Data exhibited different values for each PAT during the parallel tests, since the impellers run at different
speeds and consequently different flow rates. Due to the lab pipe system non-symmetric layout for
two PATs in parallel, different flow rates and head to each PAT, the total that passes through PAT1
(upstream) is around 22% less than at PAT2 (downstream), allowing a better flow adaptation to the
water system demand (with low flows at right and higher values during the rush hours).
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Figure 3. PATs’ characteristic operating points when working in parallel and in a single mode:
(a) h curve; (b) N curve.
Figure 4a presents the characteristic curves (CC) of the PATs for different rotational speeds
(i.e., 270–441 rpm for PAT1 and 735–800 rpm for PAT2) when the machines operate in parallel in a
non-symmetric configuration. Figure 4b also shows PATs operating in single mode (i.e., 725–1080 rpm),
identifying the rotational speed in each PAT configuration.
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Figure 5a shows two flow combinations between 5.80 and 7.20 L/s in parallel mode. In scenario 1,
until a total flow of 6.60 L/s, PAT1 rotated at 270 rpm (i.e., 2.40 < Q < 2.87 L/s) against 800 rpm for
PAT2 (i.e., 2.90 < Q < 3.95 L/s), as shown in Figure 5b. As for scenario 2, at higher than 6.60 L/s, PAT 1
and PAT2 rotated at 441 rpm (2.4 L/s < Q < 3.0 L/s) and 735 rpm (3.77 L/s < Q < 4.81 L/s), respectively,
as shown in Figure 5c.
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4. Numerical Simulations
4.1. EPANET Model
The experimental set-up was modelled in EPANET [15] which is a hydraulic solver model from
EPA-US that uses a visual interface to model pressurized systems. EPANET calculates the hydraulic
head and pressure at every node; the flow rate, the flow velocity, and the head loss in each pipe
branch and the hydraulic head in each tank or air vessel. The water system of the experimental set-up
was built with the following elements: 1 tank, 1 pump, 10 open flow control valves (FCV), 2 closed
FCV, 2 PATs, 1 check valve (CV), and 1 air-vessel. Since EPANET does not have a predefined turbine
object as a network element, the 2 PATs were simulated using GPV, defining the flow-head loss curve
correspondent to the PATs’ characteristic curves, as shown in Figure 7.
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The time for the simulation was set to 5 h with a time step of 0.2 h (12 min). The network was
calibrated, as shown in Figure 8, considering the characteristic curves of the PATs, as shown in Figure 4,
both single and parallel operation, the inlet and outlet pressure in the air-vessel, and the water level in
the tank.
The results show, for two of the tested scenarios with the corresponding CC of the PATs
(from Figure 4), reliable values with correlation factors above 0.98 between 1D and experimental
tests. This model allows for the obtaining of the system curve of the network for different values of
operating flow.
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4.2. CFD Model
4.2.1. PAT Geometry and Mesh
Computational fluid dynamics (CFD) is an effective tool for predicting the performance of PATs,
identifying losses in hydraulic machine components, such as in the volute, impeller, draft tube,
bends, and valves, and in the designing and performance analysis of fluid dynamics inside turbo
machines [24]. These tools allow modelers to simulate the hydraulic flow in virtual conditions, due to
the advances in numerical algorithms and computing power. Several parameters can be investigated
using CFD models (e.g., flow separation zones, vorticity, paths inside the impeller, cavitation analysis,
loss distribution, shear stress), which are very difficult to perform and visualize by experimental tests.
The calibration of these models enables the extrapolation of the analysis to other flow conditions.
Also, CFD can provide a pinpoint insight of local flow phenomena and pressure fluctuations along
the pipe network [1]. One of the major benefits of calibrated CFD models is that it does not require
development of complex physical models, being quite pertinent in particular in complex hydro
mechanical devices with interaction of different components, or shapes and operating modes [28].
The most time consuming stages during the calibration process is related to the mesh definition.
Thus, it is necessary to find a balance between a high mesh resolution for suitable accuracy
and a low mesh resolution in order to reduce the computational time under particular computer
specifications [20]. This process can be optimized until reaching a reasonable cpu time without
impairing the accuracy. This reduction of cpu time is crucial for the calibration procedure, since several
scenarios need to be tested and may take several hours to be completed, plus the time for analyses
and modifications.
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The PATs’ system was built in SolidWorks—FloEFD model. The governing equations were
discretized and solved using the finite volume method (FVM) on a spatial rectangular computational
mesh refined locally at the solid/fluid interfaces and in specified fluid regions, where high gradients
are expected, according to [20]. FloEFD solves the Navier–Stokes equations and employs the
transport equations for the turbulent kinetic energy and its dissipation rate, (i.e., the k-ε model).
The conservation laws for mass and momentum in Cartesian coordinate system rotation can be written
in the conservation form as [29]:
∂ρ
∂t
+
∂
∂xi
(ρui) = 0 (2)
∂ρui
∂t
+
∂
∂xj
(
ρuiuj
)
+
∂p
∂xi
=
∂
∂xj
(
τij + τ
R
ij
)
(3)
where, ρ is the fluid density, u is the fluid velocity, and τij is the viscous shear stress tensor. For
Newtonian fluids this tensor is expressed as [19]:
τij = µ
(
∂ui
∂xj
+
∂uj
∂xi
− 2
3
δij
∂uk
∂xk
)
. (4)
Where the Reynolds-stress tensor, following Boussinesq assumption, is [29]:
τRij = µt
(
∂ui
∂xj
+
∂uj
∂xi
− 2
3
δij
∂uk
∂xk
)
− 2
3
ρkδij. (5)
Herein, δij is the Kronecker delta function (it is equal to 1 when i = j, and zero otherwise), µt is
the turbulent eddy viscosity coefficient, µ is the dynamic viscosity coefficient, and k is the turbulent
kinetic energy. For the k-ε turbulence model, two basic turbulence properties are defined, namely, the
turbulent kinetic energy k and the turbulent dissipation ε [16].
µt = fu
Cuρk2
ε
(6)
fu =
[
1− exp(−0.0165Ry)]2·(1 + 20.5RT
)
(7)
where, fu is a turbulent viscosity factor, with RT =
ρk2
µε , Ry =
ρ
√
ky
µ , and y defines the distance to
the wall.
A Semi-Implicit Method for Pressure-Linked Equations (SIMPLE) algorithm was used to couple
the velocity and pressure [29]. A relative error for the convergence criterion was considered less than
10−4. The rotating components were computed in the Cartesian system attached to the rotating parts,
i.e., the stationary parts must be axisymmetric relative to the rotation axis [16].
The generation of the mesh begins with the definition of a rectangular computational domain
automatically built, enclosing the solid body with the orthogonal boundary planes to the specified
axes of the Cartesian coordinates system, according to [30]. Following [30], the intersection of these
planes defines the set of rectangular cells that creates the base mesh. The software crosses the mesh
cells sequentially and for each cell, it parses the geometrical configuration inside the cell, followed
by a refinement criterion [30]. Hence, for each cell, a refinement value is calculated individually
according to an algorithm that controls the type of refinement. Setting refinement levels individually
for each criterion makes it possible to influence the total number of generated cells. The refinement
level is the number of times that is refined relative to the initial cell in the base mesh [20].
Thus, the mesh is refined such that the solution is left to be dependent on the mesh size.
By ensuring that there is no mesh space dependency, a mesh sensitivity analysis is conducted by
triggering the solution-adaptive meshing. This allows to increase automatically the number of cells in
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areas with high flow gradient while still maintaining the flow solution [20]. The mesh was performed
by starting with an initial coarse mesh with 85,832 cells, followed by a mesh refinement process.
The process was stopped when the difference in the maximum static pressure for a specific point of the
domain, between consecutive meshes was less than 2%, which occurred for 713,954 cells, as shown in
Figure 9.
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4.2.2. Boundary Conditions
The si ulations were carried out at the identical load points from the experimental study.
The variables, such as mass flow rate, outlet pressure, and rotational speed, were transferred from
experimental measurements. The mass flow rate used in the numerical model was the discharge across
the PAT system without any leakage. The boundary conditions comprised the flow rate at the inlet
plane 1, as shown in Figure 10a, the constant static pressure at the outlet plane 2, and the rotational
speed set for each impeller. The standard k-εwas used together with a standard wall function. The wall
interface was set to a no-slip condition over the wetted surface.
Energies 2019, 12, x FOR PEER REVIEW 10 of 19 
in reas with high flow gr dient while still maintaining the flow solution [20]. The mesh was 
performed by arting ith an initial coarse mesh with 85,832 cells, followed by a mesh refinement 
process. The proces  was stopped when the difference in t e maximum static pressure for a specific 
point of the domain, between consecutive meshes was less than 2%, which occurred for 713,954 cells, 
as shown in Figure 9.  
 
(a) (b) 
Figure 9. Computational fluid dynamics (CFD) model: (a) defined mesh; (b) convergence of 
maximum static pressure results vs. different number of mesh cells. 
4.2.2. Boundary Conditions 
The simulations were carried out at the identical load points from the experimental study. The 
variables, such as mass flow rate, outlet pressure, and rotational speed, were transferred from 
experimental measurements. The mass flow rate used in the numerical model was the discharge 
across the PAT system without any leakage. The boundary conditions comprised the flow rate at the 
inlet plane 1, as shown in Figure 10a, the constant static pressure at the outlet plane 2, and the 
rotational speed set for each impeller. The standard k- was used together with a standard wall 
function. The wall interface was set to a no-slip condition over the wetted surface. 
 
 
(a) (b) 
Figure 10. PAT system set-up: (a) fluid volume in PATs operating in parallel; (b) PAT geometry mesh. 
In the CFD model, it was necessary to specify the rotating zones used to analyze the flow within 
the impeller. The rotating solid component, surrounded by an axisymmetric rotating zone and the 
fluid flow equations in the non-rotating zones (stationary) of the computational domain, were solved 
in the non-rotating Cartesian global coordinate system [29]. Thus, the influence of the rotation's effect 
on the flow was taken into account in the equations written in each of the rotating coordinate systems. 
Internal boundary conditions were set at the fluid boundaries of the rotating zones, to connect 
solutions obtained within the rotating zones and in the non-rotating part of the computational 
domain [29]. Consequentially, to correctly set these boundary conditions and the rotating coordinate 
system, a rotating region was specified [16].  
Figure 10. PAT system set-up: (a) fluid volume in PATs operating in par llel; (b) PAT geometry mesh.
In the CFD model, it was necessary to specify the rotating zones used to analyze the flow within
the impeller. The rotating solid component, surrounded by an axisym etric rotating zone and the
fluid flow equations in the non-rotating zones (stationary) of the computational domain, wer solved
in the non-rotating artesia l l c r i ate system [29]. Thus, the influence of the rotation’s
effect on the flow was taken int account in the equations written in each f the rotating coordinate
systems. Internal boundary conditions were set at the flui boundaries of the rotating z nes, to
connect solutions obtained wit in the rotating zones and in the non-rotating t f the computational
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domain [29]. Consequentially, to correctly set these boundary conditions and the rotating coordinate
system, a rotating region was specified [16].
5. Results and Discussion
5.1. Pressure Variation and Velocity Streamlines Distribution
Numerical simulations were developed for the two PATs operating in parallel and in a single
mode, as shown in Figure 11. As switching from single mode to parallel, lower rotational speed curves
are concentrated towards the bottom left in Figure 11 and for subsequent higher rotational speeds the
h-Q-η curves move towards the top right in Figure 11. The individual PAT presented different values
of efficiency, which depended on the hydraulic condition under each steady state regime.
Simulation and experimental results showed the PAT flow rate of 3.80 L/s at the BEP (working in
a single mode). In parallel mode, the rotational speed in each PAT was different, influencing the h-Q-η
curves, respectively, in PAT1 and PAT2, as shown in Figure 11. Both PATs display different rotational
speeds covering a wide range of discharge values when working in parallel.
Energies 2019, 12, x FOR PEER REVIEW 11 of 19 
5. Results and Discussion 
5.1. Pressure Variation and Velocity Streamlines Distribution 
Numerical simulations were developed for the two PATs operating in parallel and in a single 
mode, as shown in Figure 11. As switching from single mode to parallel, lower rotational speed 
curves are concentrated towards the bottom left in Figure 11 and for subsequent higher rotational 
speeds the h-Q- curves move towards the top right in Figure 11. The individual PAT presented 
different values of fficiency, whic  depended o  the hydraulic condition under each steady state 
regime.  
Simulation and experimental results showed the PAT flow rate of 3.80 L/s at the BEP (working 
in a single mode). In parallel mode, the rotational speed in each PAT was different, influencing the 
h-Q- curves, respectively, in PAT1 and PAT2, as shown in Figure 11. Both PATs display different 
rotational speeds covering a wide range of discharge values when working in parallel. 
 
Figure 11. Performance of PATs working in parallel (PAT1 and PAT2) mode. 
Figure 12a shows the pressure variation, of the single PAT2, at BEP condition. Overall, in Figure 
10b, the simulation analysis concluded lower flow values and rotational speeds during parallel PATs 
operation, due to the designed non-symmetric configuration.  
 
(a) 
 
(b) 
Figure 12. Pressure variation of the single PAT2 operation for the best efficiency point (BEP) (a); and 
for the parallel mode (N1 = 440 rpm and Q1 = 2.93 L/s) for PAT1 and (N2 = 735 rpm and Q2 = 3.77 L/s) 
for PAT2 (b). 
Figure 11. Performance of PATs working in parallel (PAT1 and PAT2) mode.
Figure 12a shows the pressure variation, of the single PAT2, at BEP condition. Overall, in Figure 10b,
the simulation analysis concluded lower flow values and rotational speeds during parallel PATs
operation, due to the designed non-symmetric configuration.
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for the parallel mode (N1 = 440 rpm and Q1 = 2.93 L/s) for PAT1 and (N2 = 735 rpm and Q2 = 3.77 L/s)
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Figure 13 shows the velocity streamlines distribution, specifically the rotation of the flow through
the two impellers and along the draft tube. The flow near the impeller varies with the rotational speed,
inducing different behaviors: low velocity values in the vortex core (i.e., near the axis of the draft tube)
that was formed downstream of the runner, and the remarkable velocity streamlines that reach the
wall of the draft tube due to the flow rotation, visible in Figure 13c.
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fi
of the impeller rotation. The flow entered the volute and exerted a adial force on the impeller,
ther by imparting a rotation l speed to the rotor [25]. Consequently, as the speed ratio increased,
a high concentration of velocity streaml nes migrated from th outside to the cor side of th runner.
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Hence, with the rotational speed increasing, additional vibrations, turbulences, and consequently,
dissipative effects, arose [17,18,24,31,32].
5.2. Analysis of the Head Losses of the PATs System
In the CFD model, numerical simulations were carried out to determine the losses, in different
components for different inlet conditions. Monitor points were defined, in the computational domain,
by dividing the system according to Figure 14. The regions of losses were identified as 1 and 9 in the
inlet derivations, for the respective PATs, immediately upstream of the inlet curve (points 2 and 10),
upstream of the casing (points 3 and 11), in the rotating impeller (points 4 and 12), in the draft tube
(points 5, 6, 13 and 14), and downstream of the draft tube (points 7 and 15).
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Fig re 15 s o s the internal losses distribution in the control volume at different flow rates,
in parallel mode, obtained from CFD simulations. Losses until the volute casing (before points 3
and 11) show increasing losses with the flow in inlet pipes. After that, the losses of the impeller zone
(points 4 and 12, points 5-7, and 13-15) were concentrated points of rotating flow almost independent of
the flow. The draft tube losses were associated to the swirl flow.
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In order to understand the behavior of the flow inside the machine, the pressure loss was studied
to estimate the head provided by each PAT when installed in parallel. Based on Figure 12, the recovered
head can be discretized by Equation (8):
H = Htheoretical + h f riction + hshock (8)
where H is the head (m.wc.); Htheoretical or Ht is the theoretical recovered head considering the Euler
equation (m.wc.).
Table 2 shows three formulations based on experiments to determine the theoretical head,
the impeller friction losses, and the shock losses. These formulations were adopted according to
the literature [27,33–35].
Table 2. Formulations to estimate the head of PAT [26].
Ref. Parameter Formula Complement
[31–34] net theoretical head (Ht) Htheoretical = σ
U22
g − ωQ2pigb2tgβ2 σ = 1−
√
senβ2
N0.7a
[31,33] friction loss (hf) h f riction = b2
(2r2−2r1)(W1+W2)2
8gsenβ2rH
W1 =
Q
2pir1b1senβ1
, W2 =
Q
2pir2b2senβ2
[34] shock loss (hs) hshock =
kshock
2g
[
(Q−QBEP)
QBEP U1
]2
kshock = 0.2
Subscripts 1 and 2 represent the inlet and outlet of the impeller; β—blade angle; Na—number of channels between
blades; b—channel width.
In order to check the validity of the CFD model, a comparison between these empirical
formulations, as shown in Table 2, and the head losses obtained inside the two impellers based on
CFD simulations were established, as shown in Figure 16. The impeller shock losses present a smaller
impact on the head stage compared to the friction losses. The lowest losses were reached when the
shock losses within the impeller were the smallest (points 4 and 12 from Figure 15). The results from the
CFD model indicate that the overall performance of the two runners was in the range of performance
variation by the empirical models presenting reduced errors (between 0.2-2% for PAT 1 and 0.4-4% for
PAT2).
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literature [27,33‒35]. 
Table 2. Formulations to estimate the head of PAT [26]. 
Ref. Parameter Formula Complement 
[31‒34] 
net 
theoretical 
head (Ht)  
𝐻௧௛௘௢௥௘௧௜௖௔௟ = 𝜎
𝑈ଶଶ
𝑔
−
𝜔𝑄
2𝜋𝑔𝑏ଶ𝑡𝑔𝛽ଶ
 𝜎 = 1 −
ඥ𝑠𝑒𝑛𝛽ଶ
𝑁௔଴.଻
    
[31,33] friction loss (hf) ℎ௙௥௜௖௧௜௢௡ = 𝑏ଶ
(2𝑟ଶ − 2𝑟ଵ)(𝑊ଵ + 𝑊ଶ)ଶ
8𝑔𝑠𝑒𝑛𝛽ଶ𝑟ு
 
𝑊ଵ =
𝑄
2𝜋𝑟ଵ𝑏ଵ𝑠𝑒𝑛𝛽ଵ
 ,
𝑊ଶ =
𝑄
2𝜋𝑟ଶ𝑏ଶ𝑠𝑒𝑛𝛽ଶ
    
[34] shock loss (hs) ℎ௦௛௢௖௞ =
𝑘௦௛௢௖௞
2𝑔
ቈ
(𝑄 − 𝑄஻ா௉)
𝑄஻ா௉
𝑈ଵ቉
ଶ
 kshock = 0.2 
Subscripts 1 and 2 represent the inlet and outlet of the impeller; β—blade angle; Na—number of 
channels between blades; b—channel width. 
In order to check the validity of the CFD model, a comparison between these empirical 
formulations, as shown in Table 2, and the head losses obtained inside the two impellers based on 
CFD simulations were established, as shown in Figure 16. The impeller shock losses present a smaller 
impact on the head stage compared to the friction losses. The lowest losses were reached when the 
shock losses within the i peller ere the s allest (points 4 and 12 from Figure 15). The results from 
the CFD model indicate that the overall performance of the two runners was in the range of 
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5.3. Comparisons
When the flow is different from the normal rated conditions, two PATs in parallel can better
cover it. When setting up the system with two PATs in parallel it is possible to run the system for low
and medium flow rates with PAT1 or PAT2 or using together for a large flow rate with both PATs in
operation. From the EPANET model, the installation curve of the system was defined, as shown in
Figure 17, and used to calculate the operating point of the two PATs running in parallel against one
single PAT. For the H-Q curve of PATs in parallel, for 1.25 L/s < Q < 2.80 L/s is equal to the H-Q curve
of PAT1, since the characteristic curve of PAT2 does not reach the head of PAT1. For Q > 2.5 L/s the
H-Q curve for PATs in parallel is obtained by adding the flow rates and contributions from each PAT at
the system head, resulting, in this case, an operating point of Q = 7.6 L/s and H = 4 m. The increasing of
head losses in the PATs during parallel system is prominent, with the increasing of the flow conditions.
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Comparing the head los es achieved in the EPANET (1D) and in the CFD (3D) models, the 1D
results show good accordance with experiments in terms of pressure and flow rates. Th average he d
losses giv n by EPANET from upstream to downstream of PAT1 and PAT2, as shown in Figure 18,
running in parallel, are about 1.5 m, against 1.9 m from the CFD model and 1.8 m from experiments.
Switching into single mode, wher the flo rat is reduced, the head losses b tween the upstream
and downstream of the runner correspond to the increasing of th net head. Th slight mismatc
between numerical mod lling and xperimental results was d e to certain un i ties in the CFD
model (e.g., geometry, partial dissipation), which shows an error range between 3% and 17%.
Not only the geometry differences between real PATs and models, but also the typology of the
system, contribut s to th percentage of th head drop and the evaluation of local head losses during
the simulations. Also, these me hanical loss s were associated to the scale effect frictions and bearings,
the surface roughness of the test d model, shock and leakages between the impeller and the case,
and the eventually ent apped air associat d with bubbles, responsible for additional turbulenc and
swirl eff cts.
Nevertheles , the PAT’s head provided by both models, such as in EPANET and 3D CFD models,
was quite similar to the collected experiments, showing the ability of both models to analyze accurately,
depending on the degree of detail r quired (i.e., along t e pipe system—EPANET, inside the PAT
system configuration—CFD).
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From established PAT theory, the testing operation of two PATs used in parallel and in single mode
were analyzed. As a new idea, the research developed ex erimental and numerical analyses using
different PAT behavior in a single and in parallel modes with different rotational speeds. This analysis
contributes to improve the behavior of PAT systems in order to search the best operating c nditions
associated with water distribution systems. The analysis studied the characteristic curves (i.e., H-Q
and η– for different N) as well as the variation of the head losses in each PAT system.
x eri e tal tests were developed for different rotational speeds in each PAT according to input
data conditi s. Experimental me surements (i.e., flow rate, rotational speed, an pressure) were
transferred to the simulation models. The calibration was c ducted under steady state conditions,
c mpari g the simulated and experime tal losses in several monitor points distributed along the PATs’
control volume. The main conclusions ca be summarized as follows:
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(1) The characteristic curves were rather different from PAT1 to PAT2 due to different rotational
speeds and flow rates, associated to each PAT, even for equal machines working in parallel mode;
(2) During the steady state operating condition, in the parallel configuration, the optimal point was
obtained for a total flow of Q =7.50 L/s and H = 4 m; corresponding to Q = 4.00 L/s for PAT1 and
Q = 3.53 L/s for PAT2, associated to N1 = 440 rpm and N2 = 735 rpm, respectively;
(3) Although parallel operation increases the total flow rate, it also causes greater head losses, with
a reduction in the flow rate in each PAT, and consequentially, alterations in the efficiency of
each PAT;
(4) In the CFD model, the head losses can be estimated in accordance with empirical formulations,
with acceptable errors, allowing a better comprehension of the flow pattern inside the PAT system;
(5) The benefits of PATs working in parallel are the possibility for covering higher flow range
conditions than for a single PAT.
(6) Comparing the CFD model with experimental tests, the optimal point for total flow during
numerical simulations was achieved for Q = 7.6 L/s and H = 4 m. Also, the predicted flow rates
were in good agreement with the measured data, presenting an average error of 10%.
This research contributes to improve the knowledge (experimental and numerical) in PAT systems
when they are operating in parallel mode. This is a crucial point, since there is still a reduced amount of
published research considering the experimental operation of PAT systems, and this is the first in
parallel mode. The developed analyses show the need to calibrate the simulation models (such as
CFD and EPANET) in order to develop suitable energy analyses in the water sector. These analyses
will contribute as interesting tools for water managers to increase the efficiency of water supply
systems, considering the total head losses, in the estimation of the available net head and associated
energy production. The research has shown these losses are non-negligible, depending on the system
configuration and when the flow is out of the best efficiency point.
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